
Environmental Laboratory Services 

j\Environmental 3505 Montopolis Drive 

Austin, TX 78744 Laboratory 
Phone: (512}356-6022Services 

Fax: (512)356-6021 The Solution lob 

SAMPLE SUMMARY 

Workorder 01305942 

LablD Sample ID Matrix Date Collected Date Received 

01305942001 1303223 

01305942002 1303223 

01305942003 1305625 

01305942004 1335659 

01305942005 1308035 

01305942006 1310043 

01305942007 1310987 

01305942008 1311990 

01305942009 1312293 

01305942010 1312293 

01305942011 1348389 

Drinking Water 

Drinking Water 

Drinking Water 

Drinking Water 

Drinking Water 

Drinking Water 

Drinking Water 

Drinking Water 

Drinking Water 

Drinking Water 

Drinking Water 

8/20/201311:108/2312013 

8/20/201311:108/23/2013 

8/20/201311:108/23/2013 

8/20/2013 12:34 812312013 

8/20/201311:108/23/2013 

8/20/201311:108/23/2013 

8/20/201311:10812312013 

8/20/201311:108/23/2013 

8/20/201311:108/23/2013 

812012013 11:10 8/23/2013 

8/20/2013 12:34 8/23/2013 
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Environmental Laboratory Services 

l\Environmental 3505 Montopolis Drive 

Austin, TX 78744Laboratory 
Phone: (512)356-6022Services 

Fax: (512)356-6021The Solution lab 

ANALYTICAL RESULTS 

Workorder 01305942 

Lab ID: Q1305942001 Date Received: 8/23/201307:50 Matrix: Drinking Water 

Sample ID: 1303223 Date Collected: 8/20/201311 :10 Sample Type: SAMPLE 

Facility LocationEP002 TAP IN PH 

Sample Point TRT. TAP Client ID TX1090025 

Parameters Results Units LOD POL MCL DF Prepared By Analyzed By Oual 

EDB, DBep, and 123TCP by 504.1 

1,2-Dibromoethane <0.01 uglL 0.01 0.02 0.05 1 8/28/2013 16:30 EM 8/28/201323:52 EM 
1,2,3-Trichloropropane <0.02 uglL 0.02 0.02 1 8/28/201316:30 EM 8/28/201323:52 EM N 
1,2-Dibromo-3
chloropropane 

<0.01 uglL 0.01 0.02 0.2 1 8/28/201316:30 EM 8/28/201323:52 EM 
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Environmental Laboratory Services 

l\Environmental 3505 Montopolis Drive 

Austin, TX 78744 Laboratory 
Phone: (512}356-6022Services 

Fax: {512}356-6021The Sol ution lab 

ANALYTICAL RESULTS 

Workorder 01305942 

LablD: Q1305942004 Date Received: 8/231201307:50 Matrix: Drinking Water 

Sample ID: 1335659 Date Collected: 8/20/2013 12:34 Sample Type: SAMPLE 

Facility DS01 Location 8100 HWY171 
Sample Point DBP1.01 Client ID TX1090025 

Parameters Results Units LOD POL MCL DF Prepared By Analyzed By Oual 

HALOACETIC ACIDS 

Bromochloroacetic Acid <1.00 ug/L 1.00 1.00 8/29/2013 08:30 MO 8130/201308:29 JR N 
Dibromoacetic Acid <1.00 ug/L 1.00 1.00 8/29/2013 08:30 MO 8/30/201308:29 JR N 
Dichloroacetic Acid <1.00 ug/L 1.00 1.00 8/29/201308:30 MO 8/30/201308:29 JR N 
Monobromoacetic Acid <1.00 ug/L 1.00 1.00 8/29/201308:30 MO 8130/2013 08:29 JR N 
Monochloroacetic Acid <2.00 ug/L 2.00 2.00 8/29/201308:30 MO 8/30/2013 08:29 JR N 
Total Regulated HAA <1.00 ug/L 1.00 1.00 60 8/29/2013 08:30 MO 8130/201308:29 JR 
Trichloroacetic acid <1.00 ug/L 1.00 1.00 8/29/201308:30 MO 8/30/2013 08:29 JR N 
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Environmental Laboratory Services 

l\Environmental 3505 Montopolis Drive 
Austin, TX 78744Laboratory 

Phone: {512 )356-6022Services 
Fax: (512)356-6021The Solution lab 

ANALYTICAL RESULTS 

Workorder 01305942 

lablD: Q1305942005 Date Received: 8/23/201307:50 Matrix: Drinking Water 

Sample ID: 1308035 Date Collected: 8/20/201311:10 Sample Type: SAMPLE 

Facility EP002 location TAP IN PH 
Sample Point TRT-TAP Client ID TX1090025 

Parameters Results Units lOD POL MCl DF Prepared By Analyzed By Oual 

Aldicarb Sulfoxide <0.500 ug/l 0.500 1.00 4 1 8/23/201300:00 DT 8/29/201321:54 MH 
Aldicarb Sulfone <0.800 ug/l 0.800 1.00 2 1 8/2312013 00:00 DT 8129/2013 21 :54 MH 
Oxamyl <1.00 ug/l 1.00 1.00 200 1 8/23/201300:00 DT 8/29/201321:54 MH 
Methomyl <1.00 ug/l 1.00 1.00 8/23/201300:00 DT 8f29/2013 21 :54 MH N 
3-Hydroxycarbofuran <1.00 ug/l 1.00 1.00 8/2312013 00:00 DT 8129/201321:54 MH N 
Aldicarb <0.500 ug/l D.500 1.00 3 8/2312013 00:00 DT 8/29/201321 :54 MH 
Propoxur <1.00 ug/l 1.00 1.00 8/23/2013 00:00 DT 8/29/201321:54 MH N 
Carbofuran <0.900 ug/l 0.900 1.00 40 8/2312013 00:00 DT 8/29/2013 21 :54 MH 
Carbaryl (Sevin) <1.00 ug/l 1.00 1.00 8/23/2013 00:00 DT 8/29/201321:54 MH N 
Methiocarb <1.00 ug/l 1.00 1.00 8/23/2013 00:00 DT 8129/2013 21 :54 MH N 
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Environmental Laboratory Services 

l\Environmental 3505 Montopolis Drive 

Austin. TX 78744Laboratory 
Phone: (512)356-6022Services 

Fax: (512)356-6021The Soluhon Lab 

ANALYTICAL RESULTS 

Workorder Q1305942 

LablD: Q1305942006 Date Received: 81231201307:50 Matrix: Drinking Water 

Sample ID: 1310043 Date Collected: 8120/201311:10 Sample Type: SAMPLE 

Facility EP002 Location TAP IN PH 

Sample Point TRT.TAP Client ID TX1090025 

Parameters 	 Results Units LCD POL MCL DF Prepared By Analyzed By Qual 

ANIONS by ION CHROMATOGRAPHY 

Chloride 50.9 mg/L 5.00 5.00 300 5 8128/201301 :48 KH 8/28/201301 :48 KH 
Fluoride 0.444 mg/L 0.0500 0.0500 4 5 8/28/201301:48 KH 8128/201301:48 KH 
Nitrate (as N) 0.0520 mg/L 0.0100 0.0500 10 5 8/28/201301 :48 KH 8/28/2013 01 :48 KH 
Sulfate 106 mg/L 5.00 5.00 300 5 8/28/201301:48 KH 8/28/2013 01 :48 KH 

TOTAL DISSOLVED SOLIDS 
An~YSi$~c:SM254()C;TD$··· . ltionMetfi®;SM2540C.'TDS 

-,,,. "'-":':'.'-;.'.: ,._------ .. ',--

Method:$M254Q¢;rDS
. ,- - .. - . 

612 mg/L 10.0 25.0 1000 

ALKALINITY 

IYSi$De$C:>S~?320B, AI.k~linitY Pre~ratiooMethOd:sM232QB,All4ilinity 

Ari~IYtiC~Ir~,i~~hod:$M2320B;AlkannitY····'······ 
Phenolphthalein Alkalinity <10.0 mg/L 10.0 20.0 1 8/30/2013 19:01 KH 8/30/201319:01 KH N 
Hydroxide Alkalinity <10.0 mg/L 10.0 20.0 8/30/2013 19:01 KH 8/30/2013 19:01 KH N 
Bicarbonate Alkalinity 283 mg/L 10.0 20.0 8/30/201319:01 KH 8/30/2013 19:01 KH N 
Carbonate Alkalinity <10.0 mg/L 10.0 20.0 8/3012013 19:01 KH 8/30/201319:01 KH N 
Total Alkalinity 283 mg/L 10.0 20.0 8/30/2013 19:01 KH 8/30/2013 19:01 KH N 

Conductance @ 25°C 

Analysis [)esc: §Pv12510B,COndu6tiince Preparation Method:..SM2$1 OB,COnductance
- ""-,' -,. ",:,: ___ ":,', .,-'.'-.. ' :'; ''':::'' '.' :,;0-'. 

AnalYticalMethOd:SM251 OB; eoriclljCtanoo 
Specific Conductance 900 	 umho 1.00 1.00 1 8/30/201319:01 KH 8130/201319:01 KH 

s/cm 
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Environmental Laboratory Services 

l\Environmental 3505 Montopolis Drive 

Austin. TX 78744Laboratory 
Phone: (512)356-6022Services 

Fax: (512)356-6021The Soluhon lab 

ANALYTICAL RESULTS 

Workorder 01305942 

LablD: Q1305942007 Date Received: 8/23/2013 07:50 Matrix: Drinking Water 

Sample ID: 1310987 Date Collected: 8/20/201311:10 Sample Type: SAMPLE 

Facility EP002 Location TAP IN PH 

Sample Point TRT-TAP Client ID TX1090025 

Parameters Results Units LOD POL MCL DF Prepared By Analyzed By Oual 

INORGANICS 

Hardness 8.74 mg/L 1 916/2013 00:00 CW 9/612013 00:00 CW N 

calcium Total 2.28 mg/L 0.0700 0.200 9/3/2013 00:00 FM 9/5/201314:25 CW N 
Iron Total 0.0350 mg/L 0.0200 0.0500 0.3 9/3/2013 00:00 FM 9/5/2013 14:25 CW J 
Magnesium Total 0.741 mg/L 0.0700 0.200 9/3/2013 00:00 FM 9/5/201314:25 CW 
Sodium Total 214 mg/L 0.200 0.500 20000 9/31201300:00 FM 9/51201314:25 CW 

prepara.tiOri·~$fI'\o(li;.E;2qo. 

AnarYti~(M~thbd.::;E2()O;~
·:·;:;:.;,·.i ,,:;: "/-, .'-:>,".. 

Aluminum Total <0.00400 mg/L 0.00400 0.0100 0.2 9/31201300:00 FM 9/13/2013 21 :41 SLW 
Antimony Total <0.000200 mg/L 0.000200 0.00100 0.006 9/3/2013 00:00 FM 9/131201321:41 SLW J 
Arsenic Total <0.000700 mg/L 0.000700 0.00200 0.01 9/3/201300:00 FM 9/13/201321:41 SLW 
Barium Total 0.0456 mg/L 0.000700 0.00200 2 9/31201300:00 FM 9/13/201321:41 SLW 
Beryllium Total <0.000200 mg/L 0.000200 0.00100 0.004 9/3/2013 00:00 FM 9/131201321:41 SLW 
Cadmium Total <0.000400 mg/L 0.000400 0.00100 0.005 9/3/201300:00 FM 9/13/201321:41 SLW J 
Chromium Total <0.000400 mg/L 0.000400 0.00100 0.1 9/3/201300:00 FM 9/13/201321 :41 SLW 
Copper Total 0.00719 mg/L 0.000400 0.00100 1.3 9/312013 00:00 FM 9113/201321:41 SLW 
Lead Total <0.000400 mg/L 0.000400 0.00100 0.Q15 1 9/3/201300:00 FM 9/13/201321:41 SLW 
Manganese Total 0.00346 mg/L 0.000400 0.00100 0.05 1 9/3/2013 00:00 FM 9/13/201321 :41 SLW 
Nickel Total <0.000400 mg/L 0.000400 0.00100 0.1 1 9/31201300:00 FM 9/13/201321:41 SLW 

Selenium Total 0.00106 mg/L 0.00100 0.00400 0.05 9/3/201300:00 FM 9/13/201321:41 SLW J 
Silver Total <0.000400 mg/L 0.000400 0.00100 0.1 9/3/201300:00 FM 9/131201321:41 SLW 
Thallium Total <0.000200 mg/L 0.000200 0.00100 0.002 9/312013 00:00 FM 9113/201321:41 SLW 
Zinc Total 0.00347 mg/L 0.00200 0.00400 5 9/3/201300:00 FM 9/13/201321:41 SLW J 

HEAVY METALS 

45.rMerclI,.yWater Preparation MeffiQd: 1:245.1 Mercury Water 
"._>;:--: ... - '" 

Analyllcalrvte~od:E245~tMei~Jry·water 
Mercury Total <0.0000700 mg/L 0.0000700 0.000200 0.002 1 8/291201310:00 AE 8130/201310:44 AE 
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Environmental Laboratory Services 

l\Environmental 3505 Montopolis Drive 

Austin. TX 78744Laboratory 
Phone: (512)356-6022Services 

Fax: (512)356-6021The Solution lob 

ANALYTICAL RESULTS 

Workorder Q1305942 

LablD: Q1305942008 Date Received: 8/23/201307:50 Matrix: Drinking Water 

Sample ID: 1311990 Date Collected: 8/20/2013 11:1 0 Sample Type: SAMPLE 

Facility EP002 Location TAP IN PH 

Sample Point TRT·TAP Client ID TX1090025 

Parameters Results Units LOD PQL MCL DF Prepared By Analyzed By Qual 

Pesticides 

trans-Nonachlor-chlordane <0.102 ug/L 0.102 0.102 1 8/28/201309:38 NW 8/28/201322:48 MS N 
Alachlor <0.102 ug/L 0.102 0.102 2 1 8/28/201309:38 NW 8/28/201322:48 MS 
Aldrin <0.102 ug/L 0.102 0.102 1 8/28/2013 09:38 NW 8/28/201322:48 MS N 
alpha-Chlordane <0.102 ug/L 0.102 0.102 2 1 8/28/201309:38 NW 8128/201322:48 MS N 
Atrazine <0.0819 ug/L 0.0819 0.102 3 1 8/28/201309:38 NW 8/28/201322:48 MS 
Benzo(a)pyrene <0.0205 ug/L 0.0205 0.102 0.2 8/28/201309:38 NW 8/28/2013 22:48 MS 
Bis(2-ethylhexyl)adipate <0.512 ug/L 0.512 2.05 400 8/28/201309:38 NW 8/28/2013 22:48 MS 
Bis(2-Ethylhexyl)phthalate <0.512 ug/L 0.512 2.05 6 8/28/201309:38 NW 8/28/2013 22:48 MS 
Bromacil <0.205 ug/L 0.205 0.205 8/28/201309:38 NW 8/28/2013 22:48 MS N 
Butachlor <0.102 ug/L 0.102 0.102 8/28/2013 09:38 NW 8128/2013 22:48 MS N 
Dieldrin <0.102 ug/L 0.102 0.102 8/28/201309:38 NW 8/28/201322:48 MS N 
Endrin <0.0102 ug/L 0.0102 0.102 2 8/28/2013 09:38 NW 8128/2013 22:48 MS 
gamma-BHC (Lindane) <0.0205 ug/L 0.0205 0.102 0.2 8/28/2013 09:38 NW 8/28/2013 22:48 MS 
gamma-Chlordane <0.102 ug/L 0.102 0.102 2 8/28/2013 09:38 NW 8/28/2013 22:48 MS N 
Heptachlor <0.0410 ug/L 0.0410 0.102 0.4 8/28/2013 09:38 NW 8/28/2013 22:48 MS 
Heptachlor epoxide <0.0205 ug/L 0.0205 0.102 0.2 8/28/2013 09:38 NW 8/28/201322:48 MS 
Hexachlorobenzene <0.0819 ug/L 0.0819 0.102 1 8/28/2013 09:38 NW 8/28/2013 22:48 MS 
Hexachlorocyclopentadiene <0.0819 ug/L 0.0819 0.102 50 8/28/201309:38 NW 8/28/201322:48 MS 
Methoxychlor <0.0819 ug/L 0.0819 0.102 40 8/28/2013 09:38 NW 8/28/201322:48 MS 
Metolachlor <0.102 ug/L 0.102 0.102 8/28/2013 09:38 NW 8/28/2013 22:48 MS N 
Metribuzin <0.102 ug/L 0.102 0.102 1 8/28/201309:38 NW 8/28/201322:48 MS N 
Pentachlorophenol <0.0410 ug/L 0.0410 0.102 1 8/28/201309:38 NW 8/28/201322:48 MS 
Pmpachlor <0.102 ug/L 0.102 0.102 1 8/28/201309:38 NW 8/28/201322:48 MS N 

Simazine <0.0512 ug/L 0.0512 0.102 4 8/28/2013 09:38 NW 8/28/201322:48 MS 

PCBs 

AilalY$i~~C:J=5Qa.1. Pesticides by ~c: Pr'ioo.ratloll Methpd: £;508.1·· Pesticiae$byGO 

AnalyticaiM~~cI:E508,1PeSlicidesbYGC 
Chlordane <0.154 ug/L 0.154 0.512 2 1 8/28/201309:37 NW 8/30/201303:00 NW 
Toxaphene <0.512 ug/L 0.512 0.512 3 1 8/28/201309:37 NW 8/30/201303:00 NW 
Arocior-1016 <0.0717 ug/L 0.0717 0.256 0.5 1 8/28/2013 09:37 NW 8/30/2013 03:00 NW N 
Amclor-1221 <0.256 ug/L 0.256 0.256 0.5 1 8/28/201309:37 NW 8/30/2013 03:00 NW N 

Aroclor-1232 <0.256 ug/L 0.256 0.256 0.5 1 8/28/2013 09:37 NW 8/30/2013 03:00 NW N 
Amclor-1242 <0.256 ug/L 0.256 0.256 0.5 1 8/28/201309:37 NW 8/30/201303:00 NW N 

Aroclor-1248 <0.0819 ug/L 0.0819 0.256 0.5 1 8/28/201309:37 NW 8/30/201303:00 NW N 

Aroclor-1254 <0.0819 ug/L 0.0819 0.256 0.5 1 8/28/2013 09:37 NW 8/30/2013 03:00 NW N 
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Environmental Laboratory Services 

l\Environmental 3505 Montopolis Drive 

Austin, TX 78744 

Phone: (512)356-6022 

. Laboratory
Services 

Fax: (512)356-6021The Solution lab 

ANALYTICAL RESULTS 

Workorder Q1305942 

lab 10: Q1305942008 Date Received: 8/23/2013 07:50 Matrix: Drinking Water 

Sample 10: 1311990 Date Collected: 8/20/201311:10 Sample Type: SAMPLE 

Facility locationEP002 TAP IN PH 
Sample Point TRT.TAP Client 10 TX1090025 

Parameters Results Units lOD PQl MCl OF Prepared By Analyzed By Qual 

Aroclor-1260 <0.0819 ug/l 0.0819 0.256 0.5 8/28/201309:37 NW 8/30/2013 03:00 NW N 
PCB, Total <0.256 ug/l 0.256 0.256 8/28/201309:37 NW 8/30/201303:00 NW 
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Environmental Laboratory Services 

l\Environmental 3505 Montopolis Drive 

Austin, TX 78744Laboratory 
Phone: (512)356-6022Services 

Fax: (512)356-6021The Solution Lob 

ANALYTICAL RESULTS 

Workorder Q1305942 

LablD: Q1305942009 Date Received: 8/23/2013 07:50 Matrix: Drinking Water 

Sample ID: 1312293 Date Collected: 8/20/2013 11:1 0 Sample Type: SAMPLE 

Facility EP002 Location TAP IN PH 

Sample Point TRT-TAP Client ID TX1090025 

Parameters Results Units LOD PQL MCL DF Prepared By Analyzed By Qual 

Volatiles 

Dichlorodifluoromethane <1.00 ug/L 1.00 1.00 8/28/201311:22 BC 8/28/2013 11 :22 BC N 
Chloromethane <0.500 ug/L 0.500 0.500 8/28/201311 :22 BC 8/28/2013 11 :22 BC N 
Vinyl chloride <0.500 ug/L 0.500 0.500 2 8/28/201311:22 BC 8/28/201311:22 BC 
Bromomethane <1.00 ugiL 1.00 1.00 8/28/201311:22 BC 8/28/201311:22 BC N 
Chloroethane <1.00 ugiL 1.00 1.00 8/28/201311:22 BC 8/28/201311:22 BC N 
4-Chlorotoluene <0.500 ugiL 0.500 0.500 8/28/201311:22 BC 8/28/2013 11 :22 BC N 
Trichlorofluoromethane <0.500 ugiL 0.500 0.500 8/28/201311:22 BC 8/28/201311:22 BC N 
1,1-Dichloroethene <0.500 ug/L 0.500 0.500 7 8/28/2013 11 :22 BC 8/28/201311:22 BC 
Acetone <5.00 ug/L 5.00 5.00 8/28/201311:22 BC 8/28/201311:22 BC N 
Methyl iodide <0.500 ugiL 0.500 0.500 8/28/201311:22 BC 8/28/201311:22 BC N 
Carbon disulfide <0.500 ugiL 0.500 0.500 8/28/201311:22 BC 8/28/201311:22 BC N 
Methylene chloride <0.500 ug/L 0.500 0.500 5 8/28/201311:22 BC 8/28/201311:22 BC 
trans-1,2-Dichloroethene <0.500 ug/L 0.500 0.500 100 8/28/201311:22 BC 8/28/2013 11 :22 BC 
Acrylonitrile <5.00 ugiL 5.00 5.00 8/28/201311:22 BC 8/28/201311:22 BC N 
tert-Butyl methyl ether 
(MTBE) 

<0.500 ugiL 0.500 0.500 8/28/201311:22 BC 8/28/2013 11 :22 BC N 

1,1-Dichloroethane <0.500 ugiL 0.500 0.500 8/28/2013 11 :22 BC 8/28/2013 11 :22 BC N 
Vinyl acetate <5.00 ugiL 5.00 5.00 8/28/2013 11 :22 BC 812812013 11 :22 BC N 
2,2-Dichloropropane <0.500 ugiL 0.500 0.500 8/28/201311:22 BC 8/28/2013 11 :22 BC N 
2-Butanone <5.00 ugiL 5.00 5.00 8/28/2013 11 :22 BC 8/28/2013 11 :22 BC N 
cis-1,2-Dichloroethene <0.500 ug/L 0.500 0.500 70 8/28/201311:22 BC 8/28/2013 11 :22 BC 
Bromochloromethane <0.500 ugiL 0.500 0.500 8128/201311:22 BC 8/28/2013 11 :22 BC N 
Tetrahydrofuran <5.00 ug/L 5.00 5.00 8/28/201311:22 BC 8/28/201311:22 BC N 
Chloroform <1.00 ugiL 1.00 1.00 8/28/2013 11 :22 BC 81281201311:22 BC N 
1,1,1-Trichloroethane <0.500 ug/L 0.500 0.500 200 8/28/201311:22 BC 8/28/2013 11 :22 BC 
1 ,1-Dichloropropene <0.500 ugiL 0.500 0.500 8/28/2013 11 :22 BC 8/28/201311:22 BC N 
Carbon tetrachloride <0.500 ug/L 0.500 0.500 5 8/28/201311:22 BC 8/28/201311:22 BC 
1.2-Dichloroethane <0.500 ug/L 0.500 0.500 5 8/28/2013 11 :22 BC 8/28/2013 11 :22 BC 
Benzene <0.500 ug/L 0.500 0.500 5 8/28/201311:22 BC 8/28/2013 11 :22 BC 
Trichloroethene <0.500 ug/L 0.500 0.500 5 8/28/201311:22 BC 8/28/201311:22 BC 
1,2-Dichloropropane <0.500 ug/L 0.500 0.500 5 8/28/201311:22 BC 8/28/201311:22 BC 
Methyl methacrylate <5.00 ug/L 5.00 5.00 8/28/201311 :22 BC 8/28/2013 11 :22 BC N 
Dibromomethane <0.500 ug/L 0.500 0.500 8/28/201311:22 BC 8/28/2013 11 :22 BC N 
Bromodichloromethane <1.00 ug/L 1.00 1.00 8/28/201311 :22 BC 8/28/201311:22 BC N 
cis-1,3-Dichloropropene <0.500 ug/L 0.500 0.500 8/28/201311:22 BC 8/28/201311:22 BC N 
4--Methyl-2-pentanone <5.00 ug/L 5.00 5.00 8/28/2013 11 :22 BC 8/28/2013 11 :22 BC N 
Toluene <0.500 ug/L 0.500 0.500 1000 8/28/2013 11 :22 BC 8/28/2013 11 :22 BC 

Report ID: 43921 - 431622 Page 12 of15 

This report may not be reproduced. except in full, 

and with written approval from Environmental Laboratory Services. 




Environmentallaooratory Services 

l Environmental 3505 Montopolis Drive 

Austin. TX 78744Laboratory 
Phone: (512)356-6022Services 

Fax: (512)356-6021The Solution lob 

ANALYTICAL RESULTS 

Workorder 01305942 

LablD: Q1305942009 

Sample ID: 1312293 
Facility EPOO2 

Sample Point TRT-TAP 

Date Received: 8/231201307:50 

Date Collected: 8/20/201311:10 

Location TAP IN PH 

Client ID TX1090025 

Matrix: Drinking Water 

Sample Type: SAMPLE 

Parameters Results Units LOD POL MCL DF Prepared By Analyzed By Oual 

trans-1,3-Dichloropropene <0.500 ug/L 0.500 0.500 8/28/201311:22 BC 8/28/201311:22 BC N 
Ethyl methacrylate <5.00 ug/L 5.00 5.00 8/28/2013 11 :22 BC 8/28/201311:22 BC N 
1,1,2-Trichloroethane <0.500 ug/L 0.500 0.500 5 8/28/201311:22 BC 8/2812013 11 :22 BC 
Tetrachloroethene <0.500 ug/L 0.500 0.500 5 8128/201311:22 BC 8/28/2013 11 :22 BC 
1 ,3-Dichloropropane <0.500 uglL 0.500 0.500 8/28/201311:22 BC 8/28/201311:22 BC N 
2-Hexanone <5.00 ug/L 5.00 . 5.00 8/28/201311:22 BC 8/28/201311:22 BC N 
Dibromochloromethane 1.12 ug/L 1.00 1.00 8/28/2013 11 :22 BC 8/28/201311:22 BC N 
Chlorobenzene <0.500 ug/L 0.500 0.500 100 8/28/2013 11 :22 BC 8/28/2013 11 :22 BC 
1,1,1,2-Tetrachloroethane <0.500 ug/L 0.500 0.500 8/28/201311:22 BC 8/28/201311:22 BC N 
Ethyl Benzene <0.500 ug/L 0.500 0.500 700 1 8/28/201311:22 BC 812812013 11 :22 BC 
m,p-Xylene <0.500 ug/L 0.500 0.500 1 8/28/2013 11 :22 BC 8/28/201311:22 BC 
o-Xylene <0.500 ug/L 0.500 0.500 1 8/28/2013 11 :22 BC 8/28/201311:22 BC 
Styrene <0.500 ug/L 0.500 0.500 100 1 8/28/201311:22 BC 8/28/2013 11 :22 BC 
Bromoform 1.29 ug/L 1.00 1.00 1 8/28/201311:22 BC 8/28/2013 11 :22 BC N 
Isopropyl benzene <0.500 ug/L 0.500 0.500 1 8/28/201311 :22 BC 8128/201311:22 BC N 
(Cumene) 
1,1,2,2-Tetrachloroethane <0.500 ug/L 0.500 0.500 8/28/201311:22 BC 8/28/201311:22 BC N 
Bromobenzene <0.500 ug/L 0.500 0.500 8/28/2013 11 :22 BC 8128/201311:22 BC N 
1,2,3-Trichloropropane <1.00 ug/L 1.00 1.00 8/28/201311:22 BC 8/28/201311:22 BC N 
n-Propylbenzene <0.500 ug/L 0.500 0.500 8/28/201311:22 BC 8/28/201311:22 BC N 
2-Chlorotoluene <0.500 ug/L 0.500 0.500 8/28/2013 11 :22 BC 8/28/2013 11 :22 BC N 
1,3,5-Trimethylbenzene <0.500 ug/L 0.500 0.500 8/28/201311 :22 BC 8128/201311:22 BC N 
tert-Butylbenzene <0.500 ug/L 0.500 0.500 8/28/2013 11 :22 BC 8/28/201311:22 BC N 
1,2,4-Trimethylbenzene <0.500 ug/L 0.500 0.500 8/28/2013 11 :22 BC 8/28/2013 11 :22 BC N 
sec-Butyl benzene <0.500 ug/L 0.500 0.500 8128/201311 :22 BC 8128/2013 11:22 BC N 
1,3-Dichlorobenzene <0.500 ug/L 0.500 0.500 8/28/201311:22 BC 8/28f201311:22 BC N 
4-lsopropyltoluene <0.500 ug/L 0.500 0.500 8f28/2013 11 :22 BC 8f2812013 11:22 BC N 
1 ,4-Dichlorobenzene <0.500 ug/L 0.500 0.500 75 1 8/28/201311 :22 BC 8128f201311:22 BC 
n-Butylbenzene <0.500 ug/L 0.500 0.500 1 8/28/2013 11:22 BC 8/28f201311 :22 BC N 
1,2-Dichlorobenzene <0.500 ug/L 0.500 0.500 600 1 8f28f2013 11 :22 BC 8f28f2013 11:22 BC 
1,2,4-Trichlorobenzene <0.500 ug/L 0.500 Q.500 70 1 8/28/201311:22 BC 8/28/2013 11:22 BC 
Hexachlorobutadiene <0.500 ug/L 0.500 0.500 1 8/28/2013 11 :22 BC 8/28f2013 11 :22 BC N 
Naphthalene <0.500 ugfL 0.500 Q.500 1 8/28f2013 11 :22 BC 8f28f201311:22 Be N 
1,2,3-Trichlorobenzene <0.500 uglL 0.500 0.500 1 8/28/2013 11 :22 BC 8/28/201311:22 BC N 
Xylene (total) <0.500 ug/L 0.500 0.500 10000 1 8f28f2013 11 :22 BC 8/28/2013 11:22 BC 
Total Trihalomethanes <1.00 ugfL 1.00 1.00 80 1 8/28/2013 11 :22 BC 8f28f201311:22 BC 
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Environmental Laboratory Services 

l\Environmental 3505 Montopolis Drive 

Austin. TX 78744Laboratory 
Phone: (512)356-6022Services 

Fax: (512)356-6021The Solution Lab 

ANALYTICAL RESULTS 

Workorder Q1305942 

Lab ID: Q1305942011 Date Received: 8/23/2013 07:50 Matrix: Drinking Water 

Sample ID: 1348389 Date Collected: 8/20/2013 12:34 Sample Type: SAMPLE 

Facility DS01 Location 8100 HWY 171 

Sample Point DBP1-01 Client ID TX1090025 

Parameters Results Units LOD PQL MCL DF Prepared By Analyzed By Qual 

Volatiles 

Bromodichloromethane <1.00 ug/L 1.00 1.00 8/26/2013 15:59 BC 8/26/2013 15:59 BC N 
Bromoform 2.48 ug/L 1.00 1.00 8/26/2013 15:59 BC 8/26/201315:59 BC N 
Chloroform <1.00 ug/L 1.00 1.00 8/26/201315:59 BC 8/26/201315:59 BC N 
Dibromochloromethane 1.70 ug/L 1.00 1.00 8/26/201315:59 BC 8/26/201315:59 BC N 
Total Trihalomethanes 4.18 ug/L 1.00 1.00 80 8/26/2013 15:59 BC 8/26/201315:59 BC 
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